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FLOOR PLAN — GROUND LEVEL

SCALE: 1/16"=1'-0"

HVAC KEY NOTES

Job No.: 18913A

H1| APPROXIMATE LOCATION OF FUTURE APPROX. 30x38 GREASE DUCT. , ——

DUCT TO BE RUN UP WITHIN LIGHT WALL TO ROOF OF GARAGE BY , : ' rawn By- RBG
RESTAURANT TENANT. APPROXIMATELY 48”"x40” CLEAR SPACE TO BE ~ | Checked By: RBG
PROVIDED FOR DUCT TO ACCOUNT FOR FIRE WRAP AND CLEARANCES. ' ~ | | | | — Py

: ' ate: s

H2| FUTURE APPROX 20x12 DISHWASHER EXHAUST WITHIN LIGHT WALL TO BE | | Scale:
PROVIDED BY RESTAURANT TENANT. | ~ -

H3| PROVIDE TWO 18x12 EXHAUST RISERS WITHIN LIGHT WALL FROM GROUND
LEVEL THROUGH ROOF OF GARAGE FOR BASE BUILDING BATHROOM AND ‘
JANITORS CLOSET EXHAUST AND FUTURE TENANT TOILET ROOM EXHAUST. , ‘ : l

PROVIDE 18" WIDE x 32" TALL TYPE L1 LOUVERS AT ROOF LEVEL. : , : , i
TERMINATE DUCT AND TOP OF LOUVER FLUSH WITH TOP OF LIGHT WALL ‘ ‘

SOLID WALL PANELS. TERMINATE BOTTOM OF DUCT WITH DUCT ACCESS « %f/
DOOR. ~

H4| FRESH AIR FOR TENANT USE SHALL BE DUCTED INTO EACH SPACE AS : : ’ : ‘ ‘ |
INDICATED. DUCT SIZING IS BASED ON PROVIDING 0.30 CFM/SF OF |
FRESH AIR. ' : ‘

H5| THE INTENT IS THAT RETAIL SPACES BE HEATED BY HIGH EFFICIENCY ;
CONDENSING TYPE FURNACES WITH DIRECT VENTS RUNNING UP THROUGH , : N
LIGHT WELLS WITHIN THE GARAGE AND TERMINATING AT THE ROOF LEVEL
OF THE GARAGE. COOLING IS TO BE BY SPLIT SYSTEMS CONSISTING OF ; : , :
A DX COIL COOLING COIL ON THE DISCHARGE OF THE FURNACE AND AIR o ' : KEY PLAN

COOLED CONDENSING UNITS LOCATED AS INDICATED ON SHEET H-3.
60% SUBMITTAL HVAC

FRESH AIR IS BY DUCT TAKEOFFS INTO SPACE AS DESCRIBED UNDER ; , ) s ) , ) . , s )
KEY NOTE H4. TOILET EXHAUST (IF REQUIRED) IS TO BE TIED IN TO 10 -0 10 20 30 40 50 60 70 80
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18X12 RISERS DESCRIBED UNDER KEY NOTE H3




